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RECOMMENDED INTERNAL CLEARANCES
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VALVE MANHOLE CLEARANCES

NOTES:
1. IN ADDITION TO THE CLEARANCES FOR THE LADDER
   INDICATED PROVIDE 24" AROUND THE LADDER
   FOR MAINTENANCE ACCESS.
 
2. PROVIDE 24" AROUND SIDES OF MANHOLE DRAIN TO
   ALLOW FOR CLEANING OF DEBRIS.

Table 3-1.  Valve Manhole Clearances.


